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1. SCOPE:  

This specification is to POWER SUPPLY CORD which are in compliance with  
ELECTRICAL APPLICATION AND MATERIAL CONTROL LAW (JAPAN)       
JIS C 3306. APPROVED BY J.E.T                                            

 
2. Standard of applicable           Type    Max. voltages   Max. current    Fill No. 

           2.1      plug       YP-12         125V      7A           
           2.2      connector   YC-14        125V       7A           

              2.3       cord      VCTF  3 x 0.75mm2                     
                                                                          

3. TEST CONDITION: This test and measurement, unless otherwise specified shall be carried out at a 
                 temperature of 150C to 350C, relative humidity of 25% to 85%, and atmospheric
                 pressure of 86kpa to 106kpa. 
                 However, when any doubt arises on the judgement value under it the test and  

                     measurement shall be carried out at a temperature of 20±20C, relative humidity 
of 60% to 70%, and atmospheric pressure of 86kpa to 106kpa. 

 
 4.ELECTRICAL PERFORMANCE  

NO. Item Test condition Requirement 

4-1 Dielectric 
Withstanding 
Voltage  test 

(a) In this air (20±50C) 
AC2000V is applied between a conductor 

and other conductor for 1 second.(Cut off current 
0.3 mA). 

(b) Immersed in water(20±50C) 
AC 1000V is applied between a conductor and  
other conductor for 1 minute 
 

   
No breakage 
 
 
No breakage  

4-2 Current and 
Polarized test 

     L-L 
     N-N 
     E-E  

No problem with 
Conductor  
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4. ELECTRICAL PERFORMANCE 

 
5.MECHANICAL PERFORMANCE 

NO. Item Test condition Requirement 

5-1 Tensile strength 
(initial sample) 

 insulation  
 
 
 

  15LBS/2min 

5-2 Deformation  
 test 

  Exposure to 120±30C atmosphere for 0.5H  
 Weight 510g 

The thickness of 
sample shall not  
decrease more 
 than 50% 

5-3 flame test F –mark test Specimen continues  
to flame no longer  
than 60sec after 
any application  
and no burning  
particle of drip 
shall fall from the 
sample. 

5-4 Accelerated Aging 
test  

Exposure to 75±2℃, atmosphere for 168 hours 
under natural ventilation. 

 
  

No crack mucus 
mark wire exposure 
short and oppositive 
polarity.    

 

No. ITEM Test condition Requirement 

4-3 
 

Insulation  
resistance test 

In the air 200C~600C  DC 500V 
 

5MΩ MIN 
 

4-4 Conductor  
resistance test 

  In the air 200C~600C 25.1Ω/ km MAX
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5. MECHANICAL PERFORMANCE (CODE) 
 

NO. Item Test condition Requirement 

5-5 Input & output  
Force to connector

It is tested after taking the action of 10time 
input & output. 

Applied force is 
 1~6kg 

  
 6. MECHANICAL PERFORMANCE  

 
NO. Item Test condition Requirement 

6-1 Pulling out  
force of conductor 

The connector between blade terminal and 
conductor shall not break under a pull force of  
20lbs for 1minute 
 
 
 
 

Conductor can not 
fall down 

 

 

20LBS
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6.MECHANICAL PERFORMANCE 

NO. Item Test condition Requirement 
6-2 Pulling out force 

of blades  
The attachment plug is supported on a horizontal 
steel plate with the blades down ward through a  
hole sufficiently large just to permit the blades to  
pass through it a weight than exert 89N force for 
two minutes is to be supported by each blade in  
succession. 
 
 
 
 
 
 
 
 

The residual 
displacement of 
either blade must not 
more than 2.4mm
after 2 minutes of 
load. 

6-3 Pulling out  
force of cord  

The joint in flexible cord is to be securely support- 
rated by a rigid flat mounted horizontally, a pull of 
133.4N weight for one minute to the flexible cord 
 
 
 
 
 
 
 
 

No looseness 

 
 

 

133.4N

89N
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6.MECHANICAL PERFORMANCE  

 
NO. Item Test condition Requirement 

6-4 Bending force The power supply cord division is fixing and load 
of 500g is added to a tip of a cable. It is made to do 
2000times bending on right and left each 600 

(bending speed 40 times/minute) 
 
 

Breaking rate is 
 under 30% 

 

 

YC-14

500g

60
°

60°



Issued 
Date

2003/4/2
Edition
1.0

Minimum Thickness at any point
Overall Diameter(Approx)
Color

7.0 ± 0.15mm
Any Color

        Jacket
Minimum Average Thickness

Marking:

PVC
0.9mm
0.80mm

Material

    Core Assembly

NA
NA

NA
NA       Taping

      Shielded A1-Mylar Foil

         Drain

Mylar Foil

Material
Construction

NA
Assembly Pair

NA

Filler

      Conductor
Size
Material
Construction
Material
Minimum Average Thickness
Minimum Thickness at any point

Identification
Diameter

0.48mm

 3G  0.75mm2

2.35 ± 0.10mm
Black, White, Yellow/Green

Annealed Bare Copper
30/ ∮0.18mm±0.005

PVC
0.54mm

Style

Size

      PVC FLEXIBLE CORDS
Document  No

 Page
 1/2VCTF   3G   0.75mm2

1. Standard:  JISC 3306

                                        Item              Specification

2. Construction & Dimension

3-Core

     Insulation

Core Twist

2. Application

SPECIFICATIONSPECIFICATIONSPECIFICATIONSPECIFICATION

VCTF 3G 0.75mm  20XX -F-2TAKAHAMA



Issued Date
2003/4/2

  Edition

1.0     Size  2/2

SPECIFICATIONSPECIFICATIONSPECIFICATIONSPECIFICATION

                                Item                    Specification

Insulation Resistance 5MΩ/Km 20℃  Min

Graph:

      PVC FLEXIBLE CORDS
 Document  No

4.Electrical & Physical Properties

VCTF   3G   0.75mm2

Rating Voltage

Dielectric Strength

75℃   300V

Style

Page

AC  1.0 KV / 1min  No Brcak

Spark Test 6KV

Unaged
10Mpa Min 1.02kgf/mm2

100% Min
Insulation Min 85% (100℃x48hrs)

Min 80% (100℃x48hrs)

2.0mg/cm2 (max)

Tensile Strength

Elongation

Tensile Strength

Elongation

Min 80% (100℃x48hrs)

100% Min

Aged 

Loss of mass Test

Unaged Tensile Strength 10Mpa Min 1.02kgf/mm2

 -10℃ ±  x 4hr No Crack

120±3℃ x 1hr No Crack

Deformation Test

Cold Bend Test

Heat Shock Test 

150mm, 120±3℃m X 1hr ≦ 50%

Elongation

Loss of mass Test 2.0mg/cm2 (max)

Jacket
Aged Tensile Strength Min 85% (100℃x48hrs)

Elongation

PVC JACKET(被覆)

COPPER CONDUCTOR(導体)

PVC INSULATION(絕緣)



~ .g- ~ ~ ~iE BA :;: 
Statement of Conformity Assessment 

~ ~ m ~~ ~ ~ ~! w.; 8 ~ w.; 1 :t.i r:: ~Jl )E 9 {> a UJ £ ~ & u ~EJ ~! w.; 9 ~ w.; 
2 r_i 0) ft ~it~~~~ :re: d.> {> £ ~ O! w.; 9 ~ ~ 1 II~ 2 ~ r:: f* {> ~ 
w r:: f* {> t 0) r:: ~JN {> ) r:: ~.g. L. -c ~' {> .:: t ~ ~iE B,ij L. * 9 
I hereby certify that the product mentioned below complies with the technical requirements stipulated in Paragraph 1 of 
Art i c I e 8 of E I ectr i ca I App I i ances and Materia Is Safety Act (here under referred to as the Act) and the requirements defined by 
the ordinance of the Ministry of Economy, Trade and Industry based on Paragraph 2 of Article 9 of the Act (I imited to Item 2 
of Paragraph 1 of Art i c I e 9 for Inspection of the Act). 

1. ~iEB,ij:J:1i~: JET5087-43001-1 010 
Statement Number 

2. :>t 1-t ~ ~ E3: If!.n!(;28~ 8~ 26 E3 
Effective Date August 26.2016 

3. ~ ~ ~ ~ E3: If!.n!(;35~ 8~ 25 E3 
Date of Va I i d i ty Aug u s t 2 5 Z 0 Z 3 

4 · $ )6 ~ ~ (Applicant) 

1± PJT : DAPU INDUSTRIAL ZONE, GANGZ I, GHANGP I NG TOWN, 
Address DONGGUAN G I TY, GUANGDONG PROV I NGE, GH INA 

.E£ ~ X fd: ~ f1F : YUNG LI GO. , LTD. 
Name 

5. ~~:re:~~m~~: ~i6J.J. ~7'f 
Name of Product Attachment plugs 

6. ~ i\; 0) I& ~' : }.llj*ltO) t ;t:3 L) 
Type C I ass if i cation See attached "Type C I ass if i cation" 

7. ~ ~ I ~ ~ (Manufacturer) 

{1 p)f: DAPU INDUSTRIAL ZONE, GANGZI. GHANGPING TOWN. 
Address DONGGUAN G ITY, GUANGDONG PROV I NGE, GH INA 

.E£ ~ X ld: ~ f1F : YUNG LI GO. . LTD. 
Name 

8. ~m ~~~Jlm : ~~m~O)ttf;f.J..t.0)£~~1Ed.>{>~~O)~~R 
Applied Standard for Testing Oeser i pt ion of the techn i ca I requirements by the MET I Ordinance 

}.llj ~ ~ gg 1 .. 6 & lF }.llj ~ ~ + ~ 5 ~ 

Appendix 4 Section 1, Section 6 and Appendix 10 Chapter 5 

9. ~'B'11~1f0)/J5! : (Testing Method for Conformity Assessment) 

1) ~~mO)~~:re:~~m~r:: -:>~ '-crd: .. ~~ffl~O)t1UJ..t.0)£~~1Ed.>{>~~O) 
~~I:: 1E d.>{> n 5$; 
With respect to testing for Category A products, the testing method is based on the techn i ca I requ i rements of the 
description of E I ectr i ca I App I i ances and Materia Is st i pu I ated in the METI Ordinance. 

2) 3~f~;E~~ffl~l::i*{>fe3ti:f$~~XId:~~~l::d31t {>~i:~ii;l:: -:>~ '"'C fd: .. 
~~m~~~5!~{:r~JlJIIJJ.liJ~~gg0)~1f~ilO)flf::r~rf {>~W~iim ~ t 1:: -tn 
-t n ~EJ ~ 0) a: VflT ..t. 0) £~0)~jj 1:: m rf {> :n 5! 
With respect to inspection faci l"ities required for Category A products at the factory, Testing Method described in the column 
of the technical requirements for each inspection faci I ities in the column of inspection faci I ities is shown in the Appendix 4 of 
Enforcement Regu I at ions of the Act. 

-- 1 3 ~ 





Statement of Conformity Assessment 

(J) 
Type Classification 

Factor 

)E~~ff 
1 Rated vo I tage 
l~+-!zo$o::t;;: 
I X::.. 1l:f lill!.tJIL 

1 Rated cur rent 

f~O)~te: (~1~~~=0)- a r:::t~tf .Q -t;!r=~~"t" .Q 
tO)O):i:I~I::I-!N.Q o ) 

g 7.)' 
Classification 

(1) 125 v ];). 1' 0) t 0) 

1 125V or I ess 
! 
~ (2) 3 A ~ ~ ;l 7 A ~ l' 0) t 0) 

Exceeding 3A. and less than or equal 
(3) 1,1 0) t 0) 

Pole configuration (I imited to those specified I 

in sub-clause 1a of Appendix 2) , 

1 f~O)~ c~~~~~=O)- b r:::t~tf .Q -t;!r=~~-t- .Q t 
I O)O)fi~I::I-!N.Qo ) 
I Number of poles (I imited to those specified in 
: sub-c I ause 1 b of Append i x 2) 

I JJ 0) lfll M tt 0) 1J it 
' Blade fixing method 

:±:~¥11*0)~*4 
Insulation materials 

*~~0)~*"" 
Outer case materials 

(1) - i* c vc j]J(Jf~ ~ ;h, ""( {,' .Q t 0) 
Integrated type 

en ~Ji.JGtiU!liO)tO) 
Plastic 

I (2) ~ Ji.JGfMH!liO) t 0) 
! Plastic 

to 7A 

i ft *"& 0) 1J it 
1 Connection method 

(1) ~)60Zj.~O)t0) (0 ·:;?-}-·:; ~itO)tO)~IJ1it< 
0 ) 

IIJJ]j(-~ 
1 

Type of waterproof 

Plug-in type (excluding those with locking 
nuts) 

(3) 3~1IJJ7J<~ 0) t 0) 
Not treated with waterproof type 

J E T 5 0 8 7 - 4 3 0 0 1 - 1 0 1 0 
-3/ 3-

i 

I 

I 
i 
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